Implementing NFPA 70E at your facility.
The likelihood of an incident with one of your workers involving an electrocution or electric arc flash is significantly reduced by maintaining a safe electrical work environment that includes three major components: proper installation, safe electrical work practices, and an effective, ongoing electrical maintenance program.